
   

 

Ref: MMF/001/2026 

 

Date: 12th May 2026 

 

To All Prospective Bidders 

 

CLARIFICATION Note No. 3 

Tender For Finishing Works, Mechanical, Electrical, and Extra Low Voltage Works at the 

New Hal Far Drag Strip, Hal Far. 

Reference is made to the above-captioned public call for tenders for which the deadline for 

submission of offers is 22nd May 2026 at 09:30 hrs.  

 

In line General Rules Governing Tenders for NGOs, Article 10, kindly note that the deadline 

for submission of offers is being extended till 25th May 2026.  In this respect Time Table 

found in Section 1 – Instructions to tenders shall read as per hereunder. 

 

 DATE TIME 

Clarification Meeting/Site Visit (Refer to Clause 6.1) 27th April 2026 09:00hrs 

Deadline for request for any additional information from the 
NGO 
 
 
Clarification requests should be addressed to: NGOs e-mail 
address: info@maltamotorsport.org 
 
 
 

 
 

14th May 2026 
 

 

09:30hrs 

Last date on which additional information can be issued by 
the NGO 

18th May 2026 09:30hrs 

Deadline for submission of tenders (unless otherwise modified 

in terms of Clause 10.1 of the  
General Rules Governing Tendering for NGOs) 

25th May 2026 09:30hrs 

Tender opening session (unless otherwise modified in terms of 

Clause 10.1 of the  
General Rules Governing Tendering for NGOs) 
 

25th May 2026 10:00hrs 

* All times Central European Time (CET) / Central European Summer Time (CEST) as applicable 



   

 

 

 

Below please find a set of clarifications, which are construed to form an integral part of the 

tender document. 

Question 1: 

Since the BOQ is referring to the wiring accessories in metal clad, this mean that the conduit 

installation is to be carried out in Galvanised steel conduit or LSZH conduit? 

Answer 1: 

Please refer to the description of Bill No. 16 – Electrical Works – Item 16.62 of published 

Bill of Quantities whereby it is being stated that the installation has to be in galvanised 

conduit. 

Question 2: 

Could you please clarify if it is mandatory for the HEX Bar / ERV unit to be of the same 

manufacturer and brand as the specified VRF system? 

 

We noted that some available units present slight discrepancies with the required cooling 

capacities indicated in the tender documentation, while still being technically close to the 

requested airflow and operational requirements. 

 

Your clarification on whether equivalent alternative HEX units from different manufacturers 

may be considered. 

Answer 2: 

It is mandatory for the HEX Bar unit to be of the same manufacturer and brand as the specified 

VRF system namely with 1000m3/h flow rate as per Published Bill of Quantities Bill 22 - 

Ventilation Item 22.02. 

__________________________________________________________________________ 

All other documents, conditions and requirements, which are not superseded by this 

clarification remain in place. 

 

 

  

 

Malta Motorsport Federation 


